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Significance:
Part 2 Development of standards – Reality checks

Demonstration ad absurdum: 
Accepting the premise of proposed IEC 100/1300 high-energy surges being representative of the environment, and
modeling the response of typical metal-oxide varistors, leads to the conclusion that most of the billions of varistors
in service should fail at alarming rates – but we know they do not.  Ergo, the premise is not valid and the proposed
high-energy test should not be considered as an across-the-board requirement.  
(See also paper “MOV - VDE" in this Part 2 for an experimental demonstration.)

On the other hand, the tests proposed in IEEE Std C62.41 would not result in systematic failure of commonly used
varistors and consequently appear more realistic
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